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Compliance Certificate

Shield Compliance | Tests were conducted to assess the compliance of a brick shield to the
requirements of AS/NZS2918:2018 Appendix A when installed with a
clearance factor of 0.8 and no air gap between the bricks and the combustible
wall. This arrangement was permitted under NZ57421:1990.

Test Standard AS/NZS 2918:2001 Appendix A.
Full Report 20/3008. The full report contains information on the test methods, details of
| the shield tested, the installation and the results of the test.
Results When tested to AS/NZS2918:2018 Appendix A, a heat shield consisting of clay

bricks laid against a combustible wall with no air gap complied with the
requirements of the standard when installed with a clearance factor of 0.8
calculated from distances measured between the front surface of the
combustible wall and the radiating plate.
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This report relates only to the shield arrangement tested. Any modifications to the shield may invalidate
the compliance results. This report must not be reproduced except in full. Applied Research Services
Ltd shall not be liable in respect of any loss or damage (including consequential loss or damage
resulting from use of reports prepared by them.




